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SANITARY SEWER MAIN

SANITARY SEWER
SERVICE LATERAL

STREET

PROPERTY LINE / ROW BOUNDARY

SANITARY SEWER MAIN

4" PVC FEMALE ADAPTER WITH 4" PVC
COUNTER-SUNK PIPE PLUG

#107 VALVE BOX AND LID
WITH THE WORD "SEWER"
CAST IN PLACE

8'X8"X4" "Y"

STREET

18"X18"X4" CONCRETE PAD WITH WIRE MESH
POURED AROUND ALL CLEAN OUTS

PIPE PLUG

MIN 4" PVC COMBINATION
 "Y" & 18  BEND

BINGHAM AND TAYLOR
CLEAN-OUT BOX

MIN. 4" SCHEDULE 40 PVC OR DIP
SANITARY SEWER SERVICE LATERAL
(IF LESS THAN 3' OF COVER, DIP REQUIRED.)

MIN. 4" SCHEDULE 40 PVC
LONG SWEEP ELL

± 45°

MIN. 4" SDR-35 PVC
TO 4" SCHEDULE 40
PVC MALE ADAPTER

3'
 M

IN
.

10" OF CRUSHED
STONE
BELOW BOX

CLEAN OUT

COH
RESPONSIBILITY

CUSTOMER
RESPONSIBILITY

PLUG WITH STOPPER
IF SERVICE IS
NOT INSTALLED.

R
/W

R
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STANDARD SERVICE CONNECTION
LATERAL AND CLEANOUT

DATE: 10/19/2023 SS-D DWG. NO. 04
SCALE: NOT TO SCALE

City of Hendersonville Engineering Department
305 Williams Street

Hendersonville, NC 28792
(828) 697-3000 (office)

www.cityofhendersonville.org
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