
2-1/2" REBARS EPOXY GROUTED IN

SEWER SIZE DROP SIZE
8" 8"

10" 10"
12", 15", 18" 12"

21", 24" 15"
27", 30", 36" 18"

TABLE OF DIMENSIONS
"P" "S"
6" 16"
8" 17"

10" 19"
12" 20"

"S"

P.E.x M.J. x M.J.
DUCTILE IRON TEE

TIE RODS OR MEGALUGS (TYP)

#57 STONE BEDDING COMPACTED
IN 6" LIFTS, 3 FEET EACH SIDE

OF DROP PIPE.

DI DROP PIPE

M.J. x P.E.
BASE ELBOW

SOLID CONCRETE
SUPPORT BLOCKS
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NOTE:
ALL DIP TO BE CLASS 350

FLEXIBLE
GASKET (TYP)

P.E. x M.J.
DIP (TYP)

12" MIN.

D.I.P.(1 FULL LENGTH)

PROVIDE ADAPTER
AS REQUIRED

CARRIER PIPE (P)

CORE & SEAL BOOT
IF EX. MANHOLE

POUR CONCRETE BASE
FOR BASE ELBOW

UNDISTURBED EARTH

6" MIN.
EMBEDMENT MATERIAL

SS-D DWG. NO. 9

DROP MANHOLE
DATE: 10/19/2023

SCALE: NOT TO SCALE

City of Hendersonville Engineering Department
305 Williams Street

Hendersonville, NC 28792
(828) 697-3000 (office)

www.cityofhendersonville.org
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